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* CMM ,UTM and all the desktop computers
have UPS connections.
*All desktop have LAN connection.
*The partition of AC room near to the fluids lab
 needs be half glass partition.
*All the machines has to be earthen properly
*Each workbench have 4 nos of twin socket
  outlet of 6A
* The door opening to the AC room to fluids lab
of width 1.5 meters half glassed with automatic
closing type.
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25
00

5000

6000

30
00

M
at

er
ia

l s
to

ra
ge

 s
pa

ce

STUDENT TABLE
180X100

STUDENT TABLE
180X100

STUDENT TABLE
180X100

STUDENT TABLE
180X100

STUDENT TABLE
165X75

STUDENT TABLE
180X100

STUDENT TABLE
180X100

Intercom Connection

15
00

Wall fan

Exhaust fan

W.BASIN Wash Basin

Water Tap

Bending /Rolling
machine

Shearing
machine C

O
M

PR
ES

SO
R

16
0X

70

Compressed air
connection

140014002181,94 2447,56

80
0

70
0

895,5
1364,71

50
0

500

6813,95

909,28

31
20

Ø1000

AC ROOM for housing equipments

Top half glassed partition89
17

,5

9450

*The partition of AC room near to the fluids lab needs be half glass partition.*The door opening to the AC room to fluids lab of width 1.5 meters half glassed with automatic closing type.*Entry doors to machine shop & central workshop of width 1.5 meter and it should be openable  to outwards

* The partition of AC room near to the fluids lab need to be half
glass partition.
*The door opening to the AC room to fluids lab of width 1.5
meters half glassed with automatic closing type.
*Entry doors to machine shop & central workshop of width 1.5
meter and it should be openable  to outwards

W.BASIN Wash Basin

Water Tap

HIGH PRESSURE WATER

LOW PRESSURE WATER

Compressed air
connection

704,7642
2,

79

57
58

,3
1

54
48

,8
8

12
43

2,
58

10128,9

Compressed air connection has to be taken
from respective compressor

3ɸ ,63A

1ɸ, 16A

UPS Connection

Wall fan

Exhaust fan

*CMM ,UTM and all the desktop computers have UPS
connections.
*All the machines has to be earthen properly
*Each workbench have 4 nos of twin socket
  outlet of 6A
*wall fans of 6nos & Exhaust fans 4 nos to be installed on the
walls of machine shop & central workshop on respected positions

LAN Connection

15
30

,3
4

37
49

,3
6

Intercom connection

Intercom Connection

Water Drain

*All desktop should have LAN connection.

SOLID MECHANICS
150X90

SOLID MECHANICS
150X90

19
46

,8
8

19
23

,7
2

18
94

,8
9

36
36

,6
9

IMPEDANCE TUBE
APPARATUS
2500X1000

Measurements lab test
bench

2500X1000

20
00

65
00

11
42

6,
4

AutoCAD SHX Text
EXIT

AutoCAD SHX Text
EXIT


	Sheets and Views
	Model


		2024-01-22T18:26:33+0530




